
width of shadow gap varies 
due to irregularity of existing 
wall. Vertical leading edge of 
plasterboard finished with 
angle stop beads with 
minimum 10mm gap 
between bead and existing 
wall.

Compriband strip

Timber stud with mechanical 
fixing into existing wall

Acoustic and fire sealant

metal 'C' stud fixed to 
timber studs

2 layers firecheck board

1 layer firecheck board screw fixed 
to cavity side of stud frame

25/50mm mineral wool insulation 
depending on existing wall depth

All perimeter junctions to 
have continuous 
intumescent sealants

floor and head track attached to structural floor/ 
soffit at centres to manufacturer's 
recommendation using suitable proprietary 
fixings. 

Existing doors fixed shut
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Stage 4 - TENDER ISSUE

T1: 07.03.19 - Build Ups Reduced and NBS Notation Added

NOTE: All to NBS K10 210.

Note: Variaton for narrow walls. Existing Door removed and single line of fire check board to line whole of 'internal' i.e. not corridor side wall (i.e. GD16 + GD17)

T2: 21.03.19 - Updated to remove acoustic brace note.


